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Check private hydrant !ttings for tightness.
For areas prone to signi!cant snow, identify hydrants 
with "ags or markers located above the anticipated 
snow line.
Check around hydrants and post indicator valves for 
soft or wet ground. This is an indication of leaky 
underground piping and should be further assessed.
Ensure all control valves are in their normal operating 
position and secure from tampering.
Check Fire Department Connections (FDC) for acces-
sibility. Keep clear by shoveling away snow to access 
connections.

Hydrants, Control Valves, and Fire Department Connections

Antifreeze Systems

Gravity and Suction Tanks

Have antifreeze solution checked for mix strength.

Flush piping, water circulating equipment, and heaters.
Turn on heaters and water circulating equipment, and monitor equipment 
throughout winter months.

*IMPORTANT*
Fire Protection Systems must be maintained on an ongoing basis. 

If quali!ed personnel have not recently serviced your sprinkler system, please call Fire 
Systems, Inc.

   770-333-7979  www.!resystems.net


